deowhsheata\foo s drawings 3-6-0S\ARR-D-L0OCOB-ADY.dgn

314B:32 P SNAMES

ur

3/18/2008

RREFSE

1 il { - i

4
4

SEE DWG GL-D-1988A FOR LIGHTNING PROTECTION.
/l://“ /-—'STUDS. RAFTERS AND

DOUBLE 2" X &' HEADER
PLATE ALL 4 WALLS —

VENT BAFFLE FOR 3/4° MiN, X 12°
AIRSPACE BETWEEN ALL RAFTERS.

STEEL COVERED /

2" X 6" FASCIA

INTERIOR SHEATHING
172" AC PLYWOOD

PAINTED WHITE
(WALLS AND CEE@——\

LAYERS 6" X 6" X 6/6 WWF —\

L-BARS 2'-0"X 2'-0*
0.C.

(TYPICAL)

0. 4 REINFORCEMENT
ARS CONTINLIOUS
AROUND PERIMETER

12'-0"

FRAME FOR

DOOR AND FRAME

PER SPECS, ——___ |

FINISH CONCRETE

8:-0"

BEIGE VINYL GUTTER AND
DOWNSPOUT ON SIDE

CONTINUOUS WHITE
STEEL SOFFIT VENT

/2* EXTERIOR
PLYWOOD SHEATHING

6" OR 8‘ STEEL LAP SIDING

(NOTE 4
4"X 4'X 6"PAD REINF.
W/6" X 6" X 6/6 WWF.
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FRONT ELEVATION
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REINFORCEMENT
BARS CONTINUOUS

36" WIDTH ICE. AND WATER
SHIELD BOTH SIDES

[
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374" EXTERIOR

PLYWOOD SHEATHING —

__— GALVANIZED DRIP

I EDGE ALL SIDES.

L 3-TAB SEAL DOWN FIBERGLASS
SHINGLES, 25 YR., 230%/50. MIN.

(GRAY COLOR) ON (5% ASPHALT
FELT.

/——-—F'X © LADDER TRUSS

NOTE:
THIS SHELTER WILL BE RELOCATED BY FAA FROM

-BARS 2'-0* X 2'-0" =
ivéicay 1

AROUND PERIMETER ——— 3

AN EXISTING LOCALIZER SITE AND CONTRACTOR SHALL
REINSTALL ON NEW CONCRETE FOUNDATION.

METAL FRAMING STRAP ACROSS
LADDER TRUSS OUTER RAFTERS.

WHITE LOUVER. MINIMUM 100 SQ INCHES
FREE AIR VENTILATION AT EACH GABLE |
END NEAR PEAK.

52
RAFTER
SEAT CUT METAL FRAMING STRAP
MIN. 16° LENGTH, TIE

EACH RAFTER TQ STUD.

\ INSULATION, 24" X 6" FIBERGLASS BATTS
WITH 6 MIL POLYETHYLENE VAPOR
BARRIER ON INSIDE OF ALL WALL AND
CEILING FRAMING.

P TYPICAL FRAMING FOR VENT HOOD

10°-Q* AND EXHAUST FAN.

ALL PLATES, HEADERS, STUDS, JOISTS,
L RAFTERS, AND BLOCKING ARE 2'X 6"
LUMBER.
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DOUBLE 2° X 6* SILL
L PLATE (BOTTOM PLATE
PRESSURE TREATED.)

/ FIBERGLASS SILL STRIP
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SIDE ELEVATION
NQTES: ‘
I SEE SITE PLAN FOR FINISHED FLOOR ELEVATION.
2. CONCRETE FLOOR SHALL BE SEALED USING A CLEAR SEALER.
ONLY LOOPED ITEMS
APPLY TO THIS -
CONTRACT
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DEPARTMENT OF TRANSPORTATION E

FEDERAL AVIATION ADMINISTRATION
GREAT LAKES REGION CHICAGO, ILLINOI]
LOCALIZER

10" x 12’ EQUIPMENT SHELTER -
RUNWAY 09

AURORA AURORA MUNICIPAL AIRPORT iL

il Il Il il

ROOF PLAN

SUBMITTED BY APPROVED 8Y

REVIEWED BY

PLATFORM MGR, CLELAND MICHEEL

FROJ ENGR, TIMOTHY DYER
ISSup 8y 1ORTE o r21/2006

DESIGNED G
0] CHICAGO NAS frmmmocsl o

REV] DATE

DRAWN
TAD| IMPLEMENTATION ARR-D-LOCO09-AOI

DESCRIPTION JCN apvey ICHEOKED eos CENTER

REDLINE
DATE




